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  200-HP. HYBRID BOILER
WATERTUBE FURNACE SECTION
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CONCRETE PAD REQUIRED
WITH 6" STEEL PIPE DRAIN

FOR SEPARATOR INSTALLATION
EXTEND PIPE 30" ABOVE PAD

BLOWDOWN SEPARATOR

30" X 30" X 16" DEEP

TANK BY OTHERS, PUMPS BY HURST

LOCATE MANWAY DOORS TO
BUILDING & SITE CONDITIONS

18' DIA,

BY OTHERS
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SFD# 200 HP
Hybrid w/ silo
fuel feed system.


