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30"12" THICK X 2' HIGH CONCRETE RETAINING WALL

REFERENCE ELEVATION: +18"

12" THICK X 8' HIGH CONCRETE RETAINING WALL

REFERENCE ELEVATION: +0"
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'

WITH 6" STEEL PIPE DRAIN

30" X 30" X 16" DEEP
CONCRETE PAD REQUIRED

FOR SEPARATOR INSTALLATION
EXTEND PIPE 30" ABOVE PAD

BLOWDOWN SEPARATOR
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500 HP HYBRID BOILER

FIRETUBE SECTION

3" DRAIN
DEAERATOR

22,000 LB./HR.

FURNACE SECTION

STACK

923, ARRG. 9, CLASS 32

FLY ASH
COLLECTOR

I.D. FAN

VENT, FOR COMB. AIR
4'X4' FIXED LOUVER

LOCATION NOT CRITICAL

4'X4' FIXED LOUVER
VENT, FOR COMB. AIR

LOCATION NOT CRITICAL
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PREHEATER
VERTICAL

7'-3"1'

SFD# 500 HP
Hybrid w/ walking floor
fuel feed system.


